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3/4" or 1" ASSE #1013 Backflow Prevention Assembly
Size to Match Meter Size.

390° Elbow

6" Max.

Optional /
Piping

NOTE:
Refer to Division of Water Standard

Details IGL_BSOG(I, |IL_9002AII & IIL_QOOQBH Siab/craWI Space
(24" Max.)

Basement
(48" Max.)

for additional information,

. NOTE:

DOW provided radio transmitter
shall be installed outside building
per L-6101.

5/8", 3/4" or 1" Meter to be Installed By
Division of Water after test of Back
Flow Preventot,

Inlet Valve

3/4" or 1" Service Line

—=— Sleeving, refer to Division of Water
Rule and Regulation 01-05
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